ADDENDUM NO. 01  DATE: January 27, 2022

REVISIONS TO:
Request for Bids Specification No. ES21-0030N
SWM South Public Receiving Building Demolition and Improvements

NOTICE TO ALL BIDDERS:
This addendum is issued to clarify, revise, add to or delete from, the original specification documents for the above project. This addendum, as integrated with the original specification documents, shall form the specification documents. The noted revisions shall take precedence over previously issued specification documents and shall become part of this contract.

REVISIONS TO THE SUBMITTAL DEADLINE:
The submittal deadline remains the same.

REVISIONS TO THE GENERAL INFORMATION AND REQUIREMENTS:
Addition of project plans.

NOTE: Acknowledge receipt of this addendum by initialing the corresponding space as indicated on the signature page. Vendors who have already submitted their bid/proposal may contact the Purchasing Division at 253-502-8468 and request return of their bid/proposal for acknowledgment and re-submittal. Or, a letter acknowledging receipt of this addendum may be submitted in an envelope marked Request for Bids Specification No. ES21-0030N Addendum No. 01. The City reserves the right to reject any and all bids, including, in certain circumstances, for failure to appropriately acknowledge this addendum.

cc: Max Drathman, ESSE
NOTES:

1. ALL DIMENSIONS ARE BASED ON THE BEST AVAILABLE INFORMATION. FIELD VERIFY ALL DIMENSIONS TO EXISTING CONSTRUCTION.
2. ALL EXISTING MEMBER SIZES ARE BASED ON THE BEST AVAILABLE INFORMATION. FIELD VERIFY.
3. ALL NEW STEEL HSS SHALL BE ASTM A590 GRADE B OR ASTM A1085.
4. ALL NEW STEEL PLATE SHALL BE ASTM A572 GRADE 50 OR ASTM A36.
5. ALL WELDING SHALL BE PERFORMED BY AWS OR WABO CERTIFIED WELDERS USING E70xx ELECTRODES.
6. ALL EXPANSION ANCHORS SHALL HAVE AN ICC ESR SHOWING COMPLIANCE WITH THE REQUIREMENTS OF ACI 318-19 FOR USE IN CRACKED CONCRETE UNDER SEISMIC LOADS. ALL ANCHORS SHALL BE INSTALLED IN ACCORDANCE WITH THE MANUFACTURER'S RECOMMENDATIONS.